EXHAUST FAN CONTROL DIAGRAM Bill of Material
Desig. Qty Part # Description

Field Devices:

CR-1 1 H-908 Veris Split Core Current Relay
R-1 1 RH2B120VAC-UL 120VAC DPDT Relay - IDEC
R-1 1 SH2B-05 DPDT Relay Base - IDEC

Panel Devices:

P-1 1 AS-ENC100-0 General ASC ENC, 6.8X7.3X6.9
UNT 1 AS-UNT111-1 UNT6AI, 4BI, 6BO, 2A0, 8K
XF-1 1 AS-XFR100-1 Transformer Kit, 120VAC-24VAC, 100VA
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